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Hospital OSHA Compliance Checklist
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Sep 15, 2026

DATE FACILITY AUDITOR DEPARTMENT(S) COVERED
/ /
OSHA RECORDKEEPING
COMPLIANT NON- N/A COMPLIANT NON- N/A
COMPLIANT COMPLIANT
OSHA 300 Log maintained O O O Records retained for 5 years O O O
29 CFR 1904
OSHA poster displayed
OSHA 300A Summary posted Feb—Apr O O O "It's the Law" poster in common area O O O
OSHA 301 forms completed for each injury O O O Electronic submission of injury data current O O O
BLOODBORNE PATHOGENS
COMPLIANT NON- N/A COMPLIANT NON- N/A
COMPLIANT COMPLIANT

Written exposure control plan current
29 CFR 1910.1030 — annual review required

Exposure determination by job title

Sharps injury log maintained

Safety-engineered sharps devices in use

HAZARD COMMUNICATION

OO0 O
OO0 O

OO0 O

Hepatitis B vaccination offered
Post-exposure evaluation procedures

Annual BBP training documented

O00O0
O00O0

Employee input on sharps selection

O00O0

COMPLIANT o N/A COMPLIANT non- N/A
COMPLIANT COMPLIANT
Written HazCom program current O O O Secondary containers labeled per GHS O O O
29 CFR 1910.1200 GHS-aligned
o ) HazCom training documented O O O
Chemical inventory list current O O O
) Spill kits available and stocked O O O
SDS accessible to all employees O O O
FIRE SAFETY
COMPLIANT NON- N/A COMPLIANT NON- N/A
COMPLIANT COMPLIANT

Fire prevention plan documented
29 CFR 1910.39

Fire detection and alarm tested

Fire extinguishers inspected monthly
NFPA 10

Fire exits clear and marked
29 CFR 1910.36-37

ELECTRICAL SAFETY

O OO0O0
O OO0O0

O OO0O0

Evacuation plan posted
Fire drills conducted and documented
Oxygen storage per NFPA 99

Sprinkler system inspection current

O00O0
O00O0

O00O0

Electrical equipment inspected
29 CFR 1910 Subpart S

GFCls in wet locations

No overloaded outlets or power strips
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COMPLIANT NON-
COMPLIANT

o O
o O
o O

OO0 O

COMPLIANT NON-
COMPLIANT
Electrical panels accessible (36" clearance) O O
Lockout/tagout program current
29 CFR 1910.147 O O
Medical equipment safety testing current O O
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ERGONOMICS & SAFE PATIENT HANDLING
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NON-
COMPLIANT

O
O
O

COMPLIANT

O
O
O

Safe patient handling program in place

Mechanical lift equipment available
Ceiling lifts, floor lifts, sit-to-stand

Staff trained in lift equipment use

EMERGENCY PREPAREDNESS

O OO0 :

Patient mobility assessments documented
Lifting equipment inspected

Workstation ergonomic assessments done

COMPLIANT

O
O
@)

NON-
COMPLIANT

O
O
@)

OO0 s

NON-
COMPLIANT

O

O
O

COMPLIANT

O

O
O

Emergency action plan documented
29 CFR 1910.38

Designated first responders trained

First aid supplies adequate

AUDIT FINDINGS

z

1A

OO O

Emergency contact list posted

Disaster preparedness plan current
CMS emergency preparedness rule

Staff aware of emergency assignments

COMPLIANT

O
O
@)

NON-
COMPLIANT

O
O
@)

O OO0 s

Major non-conformances (OSHA citations risk)

Minor non-conformances

Corrective actions and deadlines

Auditor signature

Facility safety director signature

Notes
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